
2018 International Fire Code 

Add new text as follows: 

1103.5.1 Group A-2. Where alcoholic beverages are consumed in a Group A-2 occupancy 

having an occupant load of 300 or more, the fire area containing the Group A-2 occupancy shall 

be equipped with an automatic sprinkler system in accordance with Section 903.3.1.1. 

 

 

 

 


